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Power export 

30.25 MW 

 25.4 % 

Waste 

112.14 

MW 

95.3 % 

Waste 

Bunker Incinerator Boiler Stack 

Air 

Pollution 

Control 

Flue gas and 

various losses 

10.16 MW 

9.1 % 

Steam Turbine 

105.21 MW 

89.4 % 

District heating 

17.85 MW 

15.2 % 

Power 

32.87 MW 

27.9 % 
Own consumption 

2.62 MW 

 2.5 % 

Losses 

(bottom ash, radiation) 

1.83 MW 

1.6 % 

Energy Input 

Process Stage 

Energy Losses 

Energy Output 

Combustion 

Air 

5.57 MW 

4.7 % 

Turbine Losses 

54.50 MW 

46.3 % 


